MONTGOMERY COUNTY PUBLIC SERVICE AUTHORITY
CHRISTIANSBURG, VIRGINIA CONSTRUCTION STANDARDS

NOTES:
(1) MAIN BODY OF HYDRANT MUST BE PAINTED
ENTIRELY RED.

(2) FIRE HYDRANT TO BE INSTALLED AT ROAD
RIGHT-OF-WAY LINE OR EASEMENT LINE.

(3) AREA AROUND HYDRANT AT A RADIUS OF 4’ TO
BE APPROXIMATELY LEVEL AND UNOBSTRUCTED.

(4) WATERPROOF BAGS SHALL BE PLACED OVER ALL
NEWLY INSTALLED FIRE HYDRANTS.

VARIES

ROAD RIGHT-OF-WAY LINE
OR PUBLIC EASEMENT LINE

NOTE:

COMPLETE FIRE HYDRANT

ASSEMBLY INCLUDES BRANCH

. . PIPE, FITTINGS, GATE VALVE
AND BOX, CONCRETE BASE,

NOZZLES \ AND THRUST BLOCKS OR M.J.

GLAND RESTRAINT.
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M.J. FITTINGS SHALL NOT
BE ENCASED IN CONCRETE
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